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Your reference / Your letter gated Ouw reference Date
CNE/005A/2006/12.14/F/FD/CD/00408 18 September 2007
CONTRACT: CNE/005A/2006

400/132kV Gardens and Equestrian & Polo Club Snbstations and Associzted Works

SUBJECT: Material Submittal EL-10 — Cable Glands and Accessories
Total Number of Pages: 1

Dear Sir,
Your letter no. 1124/2.01.2/78133 — MP/sp dated 6/9/2007 refers.

The proposed cable glands are acceptable.

Best Regards,

Craig Marshall CEng.
Project Manager
FICHTNER



